


Room Supply Box Corridor Total Lab Gen Exh Box Total Hood Exh Box Total Total Offset NOTES

Model Count CFM CFM CFM Model Count CFM CFM Model Count CFM CFM Lab CFM

260 LS-14 2 1600 3200 GX-14 2 -1650 -3300 HX-1 5 -660 -3300 -100 1,2
270 LS-16 1 1270 440 1270 GX-16 1 -1320 -1320 HX-1 2 -660 -1320 -50 1,2
280 LS-14 2 1600 3200 GX-14 2 -1650 -3300 HX-1 5 -660 -3300 -100 1,2
290 LS-12 1 1110 1110 GX-12 1 -1175 -1175 No Hoods 0 0 -65 3
298 LS-10&11 2 1100 400 2200 GX-10&11 2 -1150 -2300 No Hoods 0 0 -100 3
265 LS-13 2 1275 2550 GX-13 2 -1335 -2670 No Hoods 0 0 -120 3
275 LS-15 1 1100 1100 GX-15 1 -1165 -1165 No Hoods 0 0 -65 3
285 LS-13 2 1275 2550 GX-13 2 -1335 -2670 No Hoods 0 0 -120 3
291 LS-09 2 1070 2140 GX-09 2 -1120 -2240 No Hoods 0 0 -100 3
360 LS-08 2 1755 3510 GX-08 2 -1805 -3610 HX-1 1 -660 -660 -100 1,2
370 LS-07 1 810 385 810 GX-07 1 -860 -860 HX-1 1 -660 -660 -50 1,2
380 LS-04 2 1595 3190 GX-04 2 -1645 -3290 HX-1 1 -660 -660 -100 1,2
390 LS-02 1 780 780 GX-02 1 -1220 -1220 HX-1 1 -660 -660 -440 1,2
398 LS-01 2 1665 3330 GX-01 2 -1715 -3430 HX-1 1 -660 -660 -100 1,2
365 LS-06 2 2020 4040 GX-06 2 -2070 -4140 No Hoods 0 0 0 -100 3
379 LS-05 1 1050 1050 GX-05 1 -1100 -1100 HX-1 1 -660 -660 -50 1,2
385 LS-03 2 1855 3710 GX-03 2 -1905 -3810 HX-1 1 -660 -660 -100 1,2

16 Rms Total Boxes 28 39740 28 -41600 19 -6600 4

4.  EXISTING LAB EXHAUST FANS AND LAB SUPPLY AIR HANDLER SHALL BE REBALANCED PER THE EXISTING EQUIPMENT SCHEDULES.

Notes:

Lab Classroom Air Flow Summary Controls and Balance Schedule

1.  EXISTING HX-1 HOOD EXHAUST VALVES WERE DESIGNED AT MIN 0 CFM, MAX 660 CFM.  REFER TO EXISTING EQUIPMENT SCHEDULE.
2.  EXISTING GX EXHAUST VALVES AND HX HOOD EXHAUST VALVES WERE DESIGNED TO VARY AT INVERSE RATES TO EACH OTHER TO MAINTAIN 
CONSTANT OVERALL NEGATIVE OFFSET AIRFLOW IN THE LAB ROOMS.  REBALANCE AIR & WATER FLOWS TO THOSE LISTED ON EXISTING SCHEDULES.  
TYPI
3.  (7) EXISTING LAB CLASSROOMS WITHOUT FUME HOODS DO NOT REQUIRE REPLACEMENT CONTROLS OR ACTUATORS.  THESE ROOMS SHALL BE 
REBALANCED FOR AIR & HOT WATER FLOWS TO THOSE LISTED ON THE EXISTING EQUIPMENT SCHEDULES.
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